In a joint endeavor conducted for the US Department of State (DoS) Bureau of Diplomatic Security, K&C has developed curtain-wall technology for US government infrastructure overseas capable of withstanding the threats anticipated from large explosive events such as VBIEDs at close proximity. The analysis utilized high fidelity physics-based (HFPB) calculations based on a combination of computational fluid dynamics (CFD) and computational structural dynamics (CSD) modeling methods. Unlike many similar analysis and simulation efforts, this work was validated by a full-scale explosive test. This provided an opportunity to compare the calculation outputs with test data to determine the efficacy and accuracy of the calculation methods as well as providing indicators for further calibration of the analysis model. This paper will provide description and commentary of the calculation approach as adopted to analyze the structure using both CFD and CSD methods, as well as planning and conduct of the test including positioning of instrumentation and the purpose and nature of data collection. Comparison of the simulation and test data is accompanied by discussion of the most significant discrepancies and areas in which the calculations closely matched the observed calculation results. Finally, conclusions are presented regarding the efficacy of the calculational approach adopted and recommendations presented for future calculations, and testing of conventional structural systems that are to be subject to blast loading of this magnitude. ; and Physical Security LLC. A unique and highly effective blast-resistant, steel stud curtain wall (SSCW) has been developed. This building façade was developed primarily as a re-cladding option for existing building envelopes, although it can also be used for new construction. This curtain-wall system was designed in response to the DoS's need to reconcile security (physical, construction, and technical) while requiring operation and installation in potentially austere environments.
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The SSCW system meets DoS requirements for forced entry (FE), small arms/ballistic resistance (BR), and blast protection while leveraging the advantages of prefabrication to produce a rapidly installable modular design. Utilizing a unitized 'cassette style' approach provides increased resilience and enables rapid repair and replacement of damaged sections. The cassette's nominal 60-in. width by 12 to 16-foot story-height facilitates shipment in standard 20-foot ISO containers and simplifies and speeds final installation.
An example of the SSCW as it would appear in an actual building façade is given in Fig. 1 . A nearly identical configuration of the SSCW was tested at EMRTC to prove its merit, where it was subjected to a blast load of over 2,000 kPa-msec. This test article, which is limited in height to three stories, is shown in Fig. 2 . Measurement and analytic results for this structure including the manner of its construction are discussed in the paper.
BLAST-RESISTANT DESIGN
The SSCW test structure accommodates a nominal 3.7 m floor-to-floor span, although this system is also adaptable for other story heights. The test structure was installed on a steelframed reaction structure; however, the concept is intended to be applicable to steel-or concrete-framed buildings. The work was intended to provide best practices and basis of design to allow subsequent projects to adapt and refine this technique to suit specific structures and project execution strategies. Erection of the SSCW (Fig. 3) is initiated by installation of steel tube 'mullions' which span between and are anchored to the floor diaphragms of the structure. A vertical expansion/slip joint facilitates installation of the mullions and allows for vertical movement of the floor diaphragms. Gravity, seismic and wind loads are resisted by connections at each floor level. Blast loads are resisted by connections to the floor diaphragms, and rebound forces are resisted by unique 'rebound brackets' which engage the steel tube mullions. Once the mullion installation is complete, individual cassettes are then installed. For the test structure, the individual cassettes were clad in granite at the first floor level. Individual FE/BR windows were included on the ground floor, and strip blast-resistant windows were included on the second and third floors, with spandrel glass over the curtain-wall framing above and below the strip windows.
3 BLAST LOADING Advanced analyses techniques were used by K&C in developing the blast-resistance component of the curtain-wall's design. Numerous calculations were made as part of the design effort to study the benefits of various design options. In the final calculational efforts leading up to the test, computational fluid dynamics (CFD) models were used to obtain the blast loadings striking the SSCW, which provided the loading employed in the CSD model. The CFD model is discussed below, while the highly detailed CSD model used to make the predictions of the curtain-walls performance is discussed in the next section.
Pre-test predictions
A final pre-test calculation was performed a few weeks before the blast tests to predict the response of the SSCW system as a means to validate the analytic models developed by K&C in developing the wall's blast-resistant design. 3.1.1 CFD code and methodology A CFD code was used to predict the blast pressure time-histories on the exterior surface of the curtain wall, which were recorded at a grid of tracer points on the surface representing the curtain wall in the CFD model. Rigid non-responding surfaces were used to represent the SSCW. The EOS used for air and the ANFO charges that were used in the blast tests are described below.
EOS for air
The air was modeled using a polytropic gas equation of state of the form (in indicial notation):
where, g = Ratio of specific heats r = Density of air e = Specific total energy v j = Fluid velocity in the x, y, and z-directions
The parameters used for this polytropic gas equation were consistent with the anticipated atmospheric conditions present at the test site in Socorro, NM on the day of test. The energy, density and ratio of specific heats specified for the ambient conditions provide a pressure of 81 kPa, which is consistent with the elevation of approximately 1,890 m at the test site. 3.1.4 CFD mesh and geometry A large CFD domain was required to conduct the CFD analysis which needed to be sufficiently large to encompass the SSCW structure and provide adequate space around the charge to allow the expansion of the detonation products. Accuracy consideration demands a CFD mesh resolution that is sufficiently small to adequately capture shock fronts and the shock propagation through the domain. To reduce the computational effort the CFD problem was divided into an initial calculation, in which the mesh resolution is high near the charge during the detonation of the explosive. Once the programmed burn was completed, the CFD solution was remapped to a uniform mesh which was used for the rest of the CFD calculation. A cut-plane in the CFD domain (Fig. 4) is used to depict the element resolutions in the initial and remap meshes. The initial mesh is composed of 18 million tetrahedral elements and provides an element resolution of 0.5-in near the charge. The remap mesh is composed of 115 million tetrahedral elements and provides an element resolution of 3.5 in. across the domain.
Outflow boundary conditions were used for all the surfaces in the CFD model except for the ground and the SSCW surfaces. The ground and SSCW surfaces were modeled using reflecting boundary conditions that are representative of a rigid non-responding surface, which allows the adjacent fluid to move tangentially to the surface but does not allow flow through the surface. Figure 4 shows the reflecting outflow surfaces from two different views; the clear surfaces are outflow planes while all the grey surfaces are reflecting surfaces.
Comparison with test data
A pressure and impulse time-history plot for a single gage location is shown in Fig. 5 along with the corresponding gage data from the test. The computational results showed good agreement with the test results for the 'time of arrival' and, in general, for the pressure and impulse time-histories. 
STRUCTURAL RESPONSE

Pre-test predictions
A CSD code was used to simulate the response of the SSCW to the blast load. The model was developed by combining the SSCW components into an assembled model of the test article (Fig. 6 ).
Comparison with test data
In general, observations during the test and responses gathered from the gages were consistent with those anticipated. Even though some gages were rendered inoperative during the test, the remaining time-histories of displacement, pressure, and strain garnered from the test were consistent with the analysis and the design itself.
Comparisons of calculation and test results for displacement gages X1, X3, and X5 are shown in Fig. 7 . In general, with the exception of Gage X1, on the first floor, the records compare favorably in magnitude and wave shape. However, the first floor Gage X1 peak is about twice the prediction, although both records show a rebound to a relatively small late time deflection. Part of this difference is due to the under prediction of blast load which were approximately 15% lower than the actual test results in some areas. Another factor in the larger measured deflections is the extensive localized yielding in the support beam that was observed at the places where the plates attaching the curtain-wall's mullions to it were located. The support beam is intended to represent the floors of an actual building (i.e., their noncompliance). The upper floor displacements are much smaller and show a consistent behavior between the measured and predicted responses and no localized response of the support structure.
Internal environment
The interior environment created by the blast event, and the potential implications for the occupants and contents of a building with this reclad design, is a key metric in evaluating the efficacy of the blast mitigation properties of SSCW system. Considerable structural deformations (short of catastrophic failure) are permitted as long as the effects on the internal environment are sufficiently mitigated. Several measurement systems were employed to achieve this. First, a series of high-speed cameras were positioned inside the SSCW envelope at each floor level to record the response of the SSCW and, second, pressure gages were installed to measure the airblast effects inside the SSCW envelope. These active measurements were supplemented by post-test documentary photos of the interior. The peak pressures measured within the structure during the blast were generally less than 7 kPa, with the exception of a 9.5 kPa peak at around 200 ms (see Fig. 8 ). This higher peak may have been due to the failure of one of the FE/BR window frames adjacent to the peak value gage, which was improperly installed.
The debris entering the interior space behind the structure, resulted, primarily, from low-velocity window trim pieces and insulation from the SSCW. The only exception being the debris from the failed FE/BR window frame (mentioned above), from which a heavy frame member was propelled into the interior space. In this regard, the post-test inspection of this frame found that some of the bolts holding the frame to the cassette were not installed, which significantly weakened the window and allowed injurious debris to enter the interior.
The FE/BR frame and trim pieces separating from the SSCW are clearly visible in a frame from the high-speed video taken during the positive phase of the response (Fig. 9) . The trim pieces entering the occupied space offers another reminder that due regard should be given to such items as plastic and wood trim to minimize its potential for causing injury if it becomes debris. Very little debris was seen at the 3rd floor as evidenced by a similar high-speed camera frame of the 3rd floor (Fig. 9 ). 
Comparison of curtain wall pre-and post-blast
Damage to the exterior of the SSCW during the test included fragmentation and removal of the granite cladding, blast window cracking (break safe), and failure of the spandrel glass with the supporting steel stud panels left intact. K&C's design philosophy for the spandrel glass was to allow it to fail and just catch the debris with a thin steel plate attached to the mullions, which worked well. This allows this component of the SSCW to be made conventionally, affording a considerable reduction in costs. Comparison of the condition of the SSCW pre-and post-test, shown in Fig. 10 .
CONCLUSIONS
This paper explained the SSCW curtain-wall design effort needed to fabricate and test an innovative but practical SSCW design to withstand the many blast threats considered in designing curtain walls for DoS facilities. The SSCW design effort described was validated in its performance against the design basis threat (DBT), which emanated from VBIEDs at standoff distances much less than those normally considered by DoS. Detailed pre-test predictions of the structural response and airblast loading were performed using state of the art CSD and fluid dynamics analysis codes and models. The structural response of the SSCW test structure was captured using an extensive suite of active instrumentation, which captured key details of structural response and airblast loading, as well as high-speed video coverage of the exterior and interior of the structure. The initial benefit of this endeavor for the protective design community is the data and lessons captured from the analyses and testing conducted. This experience will be made available as a set of openly available engineering drawings. These will provide a basis for adapting the SSCW design to specific buildings and environmental conditions, while ensuring that final system meets the blast, small arms/ballistic and FE requirements of the DoS DBT.
